RAINWATER HARVESTING

RESIDENTIAL DESIGN SPECIFICATION

RAINWATER HARVESTING ASSOCIATION OF AUSTRALIA

Urban Water Cycle Solutions
Independent research and consulting
User Guide

Congratulations on your decision to harvest rainwater. This guideline is provided by the Rainwater Harvesting Association of Australia (RHAA) and Urban Water Cycle Solutions (UWCS) for above ground rainwater harvesting systems connected to residential dwellings in urban areas. The specification is for a dual water supply, using mains water and rainwater sourced from roof catchments. The dual water supply system sources rainwater first, when stored rainwater is available, for outdoor, toilet, laundry and hot water supply. When stored rainwater is not available, all household water demands are supplied with mains water. The household is encouraged to choose the highest level of water efficiency.

Correctly installed rainwater harvesting systems develop a natural treatment train that addresses many of the potential contamination issues that may be associated with a roof catchment. This is an important reason why rainwater harvesting is so widely used in Australia and rainwater users remain healthy. Australian health data indicates drinking untreated rainwater provides health outcomes similar to mains water. One in four households use rainwater harvesting in Australia. The householder is responsible for the quality of the water in their house for all water uses.

The RHAA, through Professor PJ Coombes from UWCS and other independent scientists, have extensively monitored the inputs and outputs of residential rainwater harvesting systems and used that data to inform this design specification. This evidence provides a perspective that is independent of the traditional water industry and the centralized distribution paradigm.

The RHAA and UWCS trains Rainwater Harvesting Technicians and a list of local practitioners is available on the Rainwater Harvesting website www.rainwaterharvesting.org.au. Additional rainwater harvesting information is available at www.urbanwatercyclesolutions.com

Rainwater Harvesting Design Specifications (for above ground tanks)
What are the elements of the design and how do they interact?

The elements of the rainwater harvesting system are shown on the Rainwater Harvesting Design Specification diagram. The ongoing efficiency and maintenance of the system is dependent on good design choices at the start of the process.

The Rainwater Harvesting system also interacts with the local rainfall, climate, the house and the residents. Regular small rain events are very significant for rainwater harvesting systems, even in dry periods most capital cities experience regular rain events - an average of less than 6 days between rain events. Using efficient water use appliances (such as front loading clothes washers, low flow showers and low flush toilets) within the house will reduce the capital and operating costs of the system. The behaviour of the residents will influence the design and operation of the rainwater harvesting system.

The following sections list the elements of the system and how they should be designed and implemented.

1. ROOF
   1.1. Maximise roof area collection
   Research shows better yield outcomes from specifying the minimum roof area. It is important to maximise the roof area that is being directed to the rainwater harvesting system. The minimum roof area that needs to be connected is whichever is the greater of:
   - 100 square metres, or
   - 50% of the roof area
   A properly installed roof guttering system on a standard roof will connect approximately 100 square metres of roof catchment to the rainwater tank via two downpipes. A choice to connect more roof area may involve the use of a charged downpipe connection to the rainwater tank. See the notes about Charged pipes in section 5.

   1.2. Use lead free roof sealing materials
   It is important to understand if lead flashing is present on roofs where rainwater is being used for kitchen, hot water or drinking water uses then it must be identified and removed.
   Where rainwater is only used as a supplementary water source, such as for toilet flushing or irrigation, lead flashing is not a concern but we would still recommend that it is removed so that the rainwater is available for other uses if required.

   1.3. Use non-corrosive materials
   In new homes and properly installed roofs, corrosive materials (that rust) should not be present.
   They may occur where galvanised roofs have been installed and react with screws and fittings from other fixtures that have been installed on the roof.
   Ensure that any fixtures installed on the roof use non-corrosive materials.

2. ROOF GUTTERS
   2.1. Designed to Australian Standard AS3500 and slope towards downpipes
   To maximise rainwater collection, roof gutters must be installed to the Building Code and Australian Standard AS3500 - the Plumbing and Drainage standard. All roof guttering systems should meet these standards as a part of the building design.
   A design based on Australian Standard AS3500 will ensure that your roof gutters flow towards your downpipes.
   The direction of gutter fall can be checked by putting a hose in the gutter to see if the water flows towards downpipes. If water ponds in the gutters the installation will need to be corrected.
2.2. Keep your gutters free of debris
Roof gutters need to be kept free of leaves and debris to maximise rainwater yield. Clogged roof gutters will prevent water from flowing to the tank and can reduce water quality through leaves and debris breaking down in the gutter.
If you have overhanging trees, you may need to pay more attention to the cleaning of your gutters.
For safety and convenience, you could consider looking at options to minimise your maintenance of roof gutters, such as gutter guards.

2.3. Gutters can be specifically designed to maximise rainwater collection
There are gutters and associated products that are purpose built to improve rainwater collection. These products that connect all gutters together for easy diversion to the tank, or simple in-gutter options for diverting downpipes to the tank.

3. RAIN HEAD LEAF DIVERTERS
3.1. Installed on all downpipes collecting rainwater
Rain Head Leaf Diverters must be installed on all downpipes connected to the rainwater system to remove leaves and debris.

3.2. In an accessible position and higher than the inlet of the tank
Rain Head Leaf Diverters must be installed on downpipes at a height greater than the tank inlet. This is to ensure there is downward flow to the tank.
It is important Rain Head Leaf Diverters are accessible so that maintenance can be performed easily and safely.

3.3. 316 stainless steel mesh sized <1mm
Rain Head Leaf Diverters must have stainless steel mesh for longevity.
Mesh sized <1mm on the diverter will prevent the entry of mosquitoes and minimise debris entering the system.

4. FIRST FLUSH DIVERTERS
4.1. Install at the tank prior to the inlet
A single first flush diverter should be installed just prior to the point of entry into the tank.

4.2. 20 litre first flush size
For a typical household roof, the optimum capacity of a first flush device is 20 litres.

5. CHARGED DOWNPIPE DRAIN
Charged pipes are created when the downpipe is not near the tank and the downpipe is directed underground and then up again into the tank. Rainwater remains in the pipes and the pipes are ‘charged’ with this rainwater.
For charged pipes, it is essential that Rain Head Leaf Diverters are installed to keep the line clear of leaves, debris, small animals and insects (for example: frogs and mosquitoes).

5.1. Allow charged downpipes to be flushed
Because charged systems have a low point below the tank inlet there is a risk of debris building up in the system. By placing a drain at the lowest point of the charged pipe, the pipe can be flushed if required. Charged pipes may need to be flushed if they are holding water for an extended period of time (for example more than 20 – 30 days).

5.2. Recommended for areas with prolonged dry periods
It is more likely in areas with prolonged dry periods that any water sitting in a charged line will have poorer quality. A charged pipe drain should be used to drain the pipe at the end of the wet season and at the end of the dry season. Areas with prolonged dry periods are South Australia and Western Australia.
6. WATER TANK

A minimum standard of quality is recommended for all rainwater tanks to ensure tanks are structurally sound, safe and reliable for long term rainwater storage. Following are the minimum requirements for different types of rain water tanks:

- Polyethylene Tanks – Certified to AS/NZS4766 (Australian Standard – Polyethylene Storage Tanks for Water)
- Steel Tanks – Tank designed by suitably qualified Engineer and constructed using materials certified to AS/NZS2180
- Concrete Tanks – Certified to AS/NZS3735 (Australian Standard – Concrete Structures Retaining Liquids). The rainwater tank must be installed on a base that is constructed according to tank manufacturers guidelines.
- Bladder Tanks – Made from material certified to AS/NZS4020 (Australian Standard - Testing of products for use in contact with drinking water) with seams tested in accordance with AS/NZS2001 (Australian Standard – Methods of Tests)

6.1. Rainwater Tank Inlet

An Inlet Strainer must be installed on all rainwater tanks incorporating 316 stainless steel mesh with less than 1 mm openings to ensure no entry point to the tank for mosquitoes and other vermin.

Where possible the rainwater pump should draw water from the opposite side of the tank to the inlet from the roof catchment. Whilst the use of a light guard or solar shield can be used to reduce the effect of algae growth, a well-designed rainwater tank system that minimises the build-up of sediment and nutrients in the tank is sufficient.

6.2. Rainwater Tank Overflow

An overflow incorporating 316 stainless steel mesh with less than 1 mm openings that can be cleaned must be installed on all tanks to ensure that there is no entry point to the tank for mosquitoes and other vermin.

The tank overflow capacity must be equal to or greater than the capacity of the inflow.

Overflow water can to be directed to the yard or a ground area or gardens that are able to absorb the overflow rainwater. This minimises the rainfall impact on stormwater infrastructure and downstream waterways, and improves soil qualities. Note: Ensure rainwater overflow does not affect neighbouring properties and any excess rainwater must flow to the municipal stormwater system (usually in the street or at the back of properties).

6.3. Rainwater Tank Size

The optimum size for a household rainwater tank with a mains water back up system is between 3000 Litres and 5000 Litres.

6.4. Rainwater Tank Outlet to Household Supply

The rainwater tank outlet is to be 50 mm or higher from the base of the tank to ensure the outlet does not access material that may have built up on the bottom of the tank. This material plays an important role in the natural water treatment train of a water tank.

In areas where a high level of dust or other fine particles are common (such as near farm land) the tank outlet is to be located a minimum of 100 mm from the base of the tank.

In the case where a submersible pump is used in the rain harvesting system, the inlet to the submersible pump should be located in the tank at either 50 mm or 100 mm above the base of the tank, for the same reasons.

6.5. Notes:

For optimal water quality ensure the rainwater from the tank is regularly used.
7. RAINWATER TANK PUMP SYSTEMS

In order to estimate pump size we need to understand the flow rates required for house use. The flow rate guide below provides an indication of the flow rate that the pump may need to supply.

Table 1.

<table>
<thead>
<tr>
<th>Appliance</th>
<th>Flow Rate</th>
</tr>
</thead>
<tbody>
<tr>
<td>Toilet</td>
<td>5 litres/minute</td>
</tr>
<tr>
<td>Washing Machine</td>
<td>&lt; 12 litres/minute</td>
</tr>
<tr>
<td>Hot Water (Shower)</td>
<td>&lt; 9 litres/minute</td>
</tr>
<tr>
<td>Garden Hose</td>
<td>15 litres/minute</td>
</tr>
<tr>
<td>Garden Sprinkler</td>
<td>15 litres/minute</td>
</tr>
</tbody>
</table>

As a guide you should assume two appliances could be operating at the one time. An industry standard for the pressure provided by the pump should be greater than 300 KPa.

A pumping system can be installed on a rainwater tank to increase the water pressure to be used for garden watering and inside the house for the toilet, washing machine, or whole of house. Some water appliances will not work unless there is pressure produced by the pump. The pump can be installed outside (external pump) or inside (in-tank pump) the rainwater tank (See Diagram 1 for typical installations). A guide to the benefits of an external pump and an in-tank pump are listed in Table 1.

Diagram 1: Typical Installation
Table 2: Benefits of Pumping Systems

<table>
<thead>
<tr>
<th>Characteristic</th>
<th>External Pump</th>
<th>In-tank Pump</th>
</tr>
</thead>
<tbody>
<tr>
<td>Performance</td>
<td>Ensure correctly installed suction line</td>
<td>Ensure inlet screen of pump is located 50mm above bottom of tank</td>
</tr>
<tr>
<td>Noise</td>
<td>May require positioning away from bedrooms or install pump cover.</td>
<td>Water in tank will minimise noise</td>
</tr>
<tr>
<td>Electrical cabling</td>
<td>Ensure electrical cables are protected from children and animals</td>
<td>Power point should be installed on wall at level of top of tank so cabling is out of reach</td>
</tr>
<tr>
<td>Weather protection</td>
<td>Ensure protection from sun and rain by using pump cover</td>
<td>No protection required</td>
</tr>
</tbody>
</table>

7.1. Pump Selection

The pump is a key component of a rainwater harvesting system and an investment in quality and reliability from a reputable supplier and brand is recommended (for guidance refer www.rainwaterharvesting.org.au). Choose the smallest pump size (measured in Power Absorbed) for the required household flow rate. This will minimise electricity usage. Variable speed pumps are preferred over fixed speed pumps because they minimise electricity costs and greenhouse gas emissions. Do not select a pump where cast iron is in contact with the rainwater.

7.2. Pump suction for external pump (External Pump)

A critical component to successful pump performance is the pipework from the rainwater tank to the pump. This is called the suction line. This line shall be as short as possible and designed in such a manner to allow for expansion and contraction of the rainwater tank relative to the pump. This flexible line will prevent damage to the pump inlet fittings.

7.3. Use short suction lines

The use of short suction lines will prevent problems with air entrapment. This can cause the pump to loose prime and effect operation of the pump.

7.4. Minimise the use of elbows in suction pipework

Position the pump to use the least elbows possible in the suction line. It is best to have no elbows but where necessary have as few as possible. Try to prevent having an elbow directly onto the inlet of the pump. Elbows in the suction line cause performance and noise issues with the pump.
7.5. Use of Flexible Suction line

A flexible suction line is recommended because it does not have elbows and it allows for movement between the rainwater tank and the pump. If the flexible suction pipework needs to be looped ensure the loop goes downwards. This will prevent air from being trapped in the high point and causing priming and performance problems with the pump.

Diagram 2.3: Flexible Suction Lines

8. MAINS WATER BYPASS

To maximise the efficiency of rainwater harvesting, rainwater should be connected to all outside garden taps and inside the house (toilets, washing machine and/or whole of house). A connection to the mains supply can provide mains water bypass in times of dry weather (when there is no rainwater in the tank). The two main mechanisms for backing up rainwater supplies are a mains water bypass system or a mains water top up system. These two alternatives are shown in Diagram 3.

Diagram 3: Typical Pump Systems for inside house supply

8.1. Automatic Bypass Devices

A mains water bypass system is called a bypass system because the mains connection bypasses the rainwater tank and connects directly with the house. An automatic mains water bypass system is commonly referred to as a switching device. A mains water bypass system should only use mains water when there is no available rainwater supply (for example in times of dry weather). The bypass device should be certified to the standard ATS S200.477. The device should allow full mains pressure to be available at times when the pump is not operating (typically this is above 300 KPa). A valve shall be installed on the mains pipe prior to the Bypass Device to allow maintenance of the device and pump system.

For many bypass systems you need to open the supply tap to the toilet wide open for the system to operate properly.
8.2. Automatic Tank Top-up Device

An automatic tank top-up device will always keep a certain level of water in the rainwater tank to ensure that the pumping system is always in operation. This system incorporates an air gap to prevent backflow. This system connects the mains water to a device at the top of the tank and maintains a certain level by an internal float in the tank. Limitation of this system is that there is always a reliance on the pump for water and it does not use the full capacity of the rainwater tank.

9. FILTRATION

Filtration should be considered in the context of the entire rainwater treatment train presented in these design guidelines. A correctly designed rainwater harvesting system is not entirely reliant on just one element to protect water quality.

For rainwater supply to in-house uses a sediment filtering system could be used. A cartridge system that includes 20-30 micron filter is commonly chosen to remove a range of organics and sediments.

A 0.2 micron filter with activated carbon could be selected for drinking water. This would remove a range of chemicals, minerals, organics and microbes. Water quality depends on using the whole treatment process outlined in these design guidelines and local conditions. The choice of water quality solution will also depend on the circumstances of people within a household.

10. BACKFLOW

Backflow is the unintended flow of water from a potentially polluted source into a mains water supply network. This is an issue for your water utility, they are keen to make sure that potentially contaminated water from a private property cannot flow back into and affect the water network. For this reason, there is a one-way valve (dual non-return valve) placed in all residential meters ensuring that water can only flow into your property and it is regularly checked and replaced by your water service provider.

In addition to the dual non-return valve at the meter, the Mains Water Bypass (as per ATS 5200.477) is fitted with a dual non-return valve to prevent backflow into the household plumbing system. In a Top-up System an air gap is provided as backflow prevention. There is no documented case in Australia where backflow from a household rainwater storage has caused an incident.

A combination of backflow prevention at the water utility meter and at the bypass device provides multiple barrier “zone protection” in accordance with Australian Drinking Water standards. No further backflow device is required in the dual water supply system.

11. TELLING MY BUILDER AND PLUMBER WHAT TO INSTALL

The homeowner should provide this design specification to the builder and plumber showing a simple diagram of the rainwater system. Because this is a national specification the homeowner will need to comply with local regulations. Your builder and plumber will help you with this. It is important to understand that this design specification is based on independent evidence, monitoring and extensive modelling.

12. HOW MY RAINWATER HARVESTING SYSTEM OPERATES AND STEPS I TAKE TO MANAGE THE SYSTEM

The rainwater harvesting system uses local rainwater first and switches to a mains water supply when rainwater is not available. This is an optimum outcome because it maximises the yield from the rain harvesting system without having to provide 100% water security. This solution also saves water utilities and government billions of dollars in capital investment and operating costs by reducing water demand and impacts on waterways across the community.

A correctly designed rainwater harvesting system fulfils its requirements without requiring daily supervision or extensive maintenance.
A visual check of leaf diverters and tank inflow during rain events is recommended.

On a monthly basis the homeowner should run a hose or flush the toilet when there is rainwater in the tank and check that the pump switches on to make sure the system is not relying on mains water.

Empty and clean gutters, first flush diverters and rain heads at the start of each season (quarterly) or when filled with debris.

Remove, clean and check inlet, outlet and overflow strainers at the start of each season or when filled with debris.

Clean or replace water pump filters every six months or as directed by manufacturers.

Water filtration maintenance (replace system components) - As directed by manufacturers.

Charged downpipes should be drained at their lowest point at the end of the wet season and the end of the dry season.

Do not remove accumulated sediment or sludge from tank bottom unless necessary. This sludge actually performs valuable heavy metal capture and biological treatment train functions and should only be removed if it reaches a depth approaching the tank outlet point.

13. HOW DO I KNOW IF THE RAINWATER HARVESTING SYSTEM (OR HOUSEHOLD WATER SYSTEM) IS NOT WORKING WELL

If the pump doesn’t switch on when water is required and there is rainwater in the tank there is a problem with the mains bypass device or the pump. If water is discoloured, smells or tastes strange attention is required and should be investigated. For guidance refer to www.rainwaterharvesting.org.au

The mains water use reported in your water utility bill can be used to see if expected rainwater yield is being achieved. As a guide the rainwater harvesting system and water efficient appliances will reduce the mains water use of a normal household up to 90,000 litres each year. If you are not achieving expected rainwater yields contact your rainwater harvesting technician for a discussion.

14. KEY POINTS FOR UNDERSTANDING RAIN HARVESTING

- Rainwater harvesting systems are inexpensive, easy to maintain, provide a reliable source of water and have greater benefits than costs for the majority of households.
- Rainwater harvesting saves water utilities and government billions of dollars in capital investment and operating costs by reducing demand for mains water and impacts on waterways across the community.
- Rainwater harvesting reduces stormwater management costs and reduces the environmental impact of water management in our cities and urban development.
- Over 3 million Australians drink rainwater every day, drinking quality rain water is easily achieved.
- Rainwater harvesting combined with mains water service provides water supply more efficiently than either system alone.

If you need help with your rainwater harvesting experience please visit the Rainwater Harvesting Association website or Urban Water Cycle Solutions website.

The Design Specification is a living document with a process for reviewing feedback on the Urban Water Cycle Solutions website and the Rainwater Harvesting Association websites.

Congratulations on your investment and welcome to many years of trouble free rainwater harvesting operation.
Thyer Mark Andrew, Hardy Matthew James, Coombes Peter John, Patterson C, ‘The impact of end-use dynamics on urban water system design criteria’, Rainwater and Urban Design Conference 2007, Sydney (2007)


Coombes Peter John, Kozarovski P, ‘Development of a regional model to understand the hydrological and economic benefits of rainwater harvesting across New South Wales’, The 29th Hydrology and Water Resources Symposium, Engineers Australia, Canberra, Australia (2005)


